3065 Protect Our Earthy

Carlee’s Home Daycare
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Carlee’s Home Daycare, 15310 Grandpville, Detroit, ML, on May 19t 2016. The
sample results taken in conjunction with this investigation are also presented on
Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Demetrius
Danforth on May 11t, 2016. :

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.

17800 Woodward Ave Suite 200
Detroit, M1 48203
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix

1).
3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters onica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification
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Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, M1 48203



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356465
512712016
Customer:  G. S. Group Source: Carlee’s Home Daycare, DC-01-BF-01-P
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State:Mi

Detroit, M1 48203

Date/Time Received:  5/20/2016 14:25
Collscted by: M. Etters
The resuits herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastem Time.
Legend:
gny ‘tevel Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Leve! {MCL) or one of the Standards of
uality.

"ND* This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor,
Report Notes:
Fedid# Contaminant  Method Standad  Unis LRL  level  DF Dateffme  Date Date/Time

Deteced  Sampled = Prepped  Analyzed
Inorganic Analytes - Metals
: .00

2008 0015

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laborafories, Lid,
Page 1 of 1 355465 Lead Only Date Printed: 8/27/12016 7.54.24 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsitanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 366466
5127/2016
Customer:  G. S: Group , Source: Carlee's Home Daycare, DC-01-BF-01-F
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, M1 48203

DatefTime Received:  5/20/2016 14:25
Collected by: M. Etters
The resuits herein conform to TNI and ISOIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detected' marked with an aslerisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality,

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
“NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards. :
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the taboratory can delect a contaminant.
"DF" This column indicates the contaminant dilution faclor,
Report Notes:
Fedid# Contaminant Mothod Standard  Unis LRL  Lleve  DF paeffime Date DatefTime
. ; o L ; ‘ ;Datectad - - _sgmp{eqa Preppgq ~ Analyzed
Inorganic Analytes - Metals

1030 Lead 2008 o015 mgt

NDO

These test results may be used for compliance purpose as required.

iAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355466 Lead Only Date Printed: 5/27/2016 7:54:24 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355467
512712016
Customer:  G. S. Group Source: Carlee's Home Daycare, DC-01-KC-02-P
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State:Mi

Detroit, Ml 48203

Date/Time Recelved:  5/20/2016 14:25
GCollected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
l.egend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

“"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
“NAY Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Leve! (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Method Standard  Units LRL  levl  DF Daeffime Date  DatelTime
‘ o ‘ Detected =~ Sampled =~ Prepped  Analyzed
Inorganic Analytes - Metals

e T

ssote

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the writlen approval of National Testing Laboratories, Lid,
Page 1 of 1 355467 Lead Only Date Printed: 5/27/2016 7:54:25 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355468
5127]2016
Customer:  G. S. Group Source: Carlee's Home Daycare, DC-01-KC-02-F
Monica Starks .
17800 Woodward Ave Souree City: Detroit
#200 Source State: M|

Detroit, Mi 48203

DatefTime Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNl and ISOIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are avaflable upon request. All Dates and Times are reporled as U.S. Eastern Time.
Legend:

Any ’Level Detected’ marked wilh an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL” This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant ; Method Standard  Units LRL  Levl  DF DatefTime Date  Dale/Time

Detected . Sampled _ Prepped  Analyzed

) inorganic Analytes - Metals

| shemots o010

These test results may be used for compliance purpose as required.

iAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid,
Page 1 of 1 355468 Lead Only Date Prnted: 5/27/2016 7.54.25 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355469
512712016
Customer:  G. S. Group Source: Carlee's Home Daycare, DG-02-BF-03-P
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Mi 48203

Date/Time Raceived:  5/20/2016 14:25
Collected by: M. Etters
The resulls herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S, Eastern Time.
Legend:

Any *Level Detected’ marked with an asterisk (*) indicates that the value has exceaded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contarminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Standard  Units  LRL level  DOF Dae/Tfme  Dale  DatefTime

 Detected =~ Sampled = Prepped  Analyzed

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

%Anaiys! Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid. .
Page 1 of 1 355469 Lead Only Date Printed: 8/27/2016 7:54:25 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355470
512712016
Customer:  G. S, Group Source: Carlee’s Home Daycare, DC-02-BF-03-F
Monica Starks ) .
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, M1 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNI and ISOIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the repori. The
uncerfainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an aslerisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

. mgh

"ND" This contaminant was not detected al or above our lower reporting fimit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can delect a contaminant,
“DF" This column indicates the contaminant dilution factor.
Report Notes: ‘
Fedld# Contaminant  Method Standard  Units LRL  Level DF Dat/Tme Date  Daterfime
Inorganic Analytes - Metals

1030 tead

o001 WD

These test results may be used for compliance purpose as required.

{Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the writlen approval of National Testing Laboratories, Ltd.
Page 1 of 1 355470 Lead Only Date Printed: 5/27/2016 7:54:25 AM



Product:

1-800-458-3330

Sample Pald: No

:EF
Sold To: TSR

G. 8, Group
Monica Starks

17800 Woodward Ave
Detroit Ml 48203

Date Sampled :Mi;f.}ﬁfwﬁg

Time Sampled: .,«_(},_4% WLD Piaase Use Military Time, e.g. 3:00pm = 15:00
Check Time Zone: [ﬂ/EST [Jecst q MST[IPST

(‘14{ s i M&V’f

Clignt Hame:

Order Number:
Order Date:
Sample Number:

General Compliance

2077502
05/16/2016

I

Lead Only 355465
Payment Method:
For Laboratory Use ONLY
Lab Accounting Information:
Payment $;
Check #

Phone Number:

212, @35 ~4yy

Fax Number:

PWS ID# (if applicable): 9\3 ) h

Sample 1D or Source: DQ'@}/ %F""Ol’ ?

Lab Comments/Speclial instructions:

State Forms:

Source Type: [ Spring [7] Well Municipal [7] Surface
[] Other.

City & State: %T y

(if bifferent than Abovs)

i/\/v\ﬁb/%:

Sample Coliected By:

(Signatum)
Bample Collected By M w}w.,

e o GAY £ 0 201
Date Recelved:

Time Racelvad:_jﬁ___: D&
Recelved By: @P

Sample receipt criteria checked & accoplable.

Deviations from acceptable sampls receipt critena noted
on PSA form.

P!eese Prmt)
Form Completed By: M c}vj

“"“% m Guntled s lhis dagrare Tis s oo 81, Citst

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




Order Date:

Product:

1-800-458-3330

Sample Pald: No

TSR: EF
Sold To: R

G. S. Group
Monica Starks
17800 Woodward Ave

Detroit Ml 48203

Date Samplad ;;Sm!ﬁilfz

Time Sampled: éw mép Please Usa Miltary Time, 0.9, 3:00pm = 15:00

Check Time Zone: @éST Jest MST[JPST
Client mm@ dég?g

Phone %%wmw:’ %/} 339/ QQQD

Fax Mumben
PWS 1D (f applicablel I/()/A

Sample 1D or Sour MQC’ ?)F’O( - F

Source Type: [ Sering [ Wall [Z/ Municipal {7} Surface
[ Other:

Oy & Btate: M"r T\*,, ¢

(1 Different MWL
Bample Collected By -
Smnatme)
ollected By MC

(Please Pnni)

Mtdw‘ Bt

Sample

Form Completed By,

Order Number:

Sample Number:

General Compliance

2077502
05/16/2016

(1] e

Lead Only 355466

Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:
Payment §:

Check &

Lab Comments/Spesial Instructions:

State Forma:

Lab Sample Inform :
Date Rece!ved:my ? 0 201?

Time Received:_J™ :2 5

Recelved By: o

‘Sample recaipt criterla checked & acceptable.
Deviations from acceptable sample receipt criteria notsd
on PSA form.

\"A\T .;'C;. fé

OCJCEQM H l}

I St Che dugo
G;}wbw .

| Ui

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




ational Testing

General Compliance

Laboratories; Ltd. - Order Number: 2077502
PN i Order Date: 05/16/2016
Quality Water Analysix  Sample Number: O O
1-800-458-3330 Product: Lead Only

Sample Paid: No Payment Method:

TSR: EF 355 %7
Sold To: 5
G. S. Group For Laboratory Use ONLY °
Monica Starks Lab Accounting information:
17800 Woodward Ave
Detrolt Ml 48203 Payment §:

Check #:

Bate sampted - 3 19/ 16

Time Sampled: W (!ﬂ D ... Please Use Mifitary Time, ¢.g. 3.00pm = 15:00
Check Time Zone: EST qCST [1 MST[IPST

Client Mame: mﬁ.ﬁi’ﬂ oulg m é&gg

Lab Comments/Speoial Instructions:

Phone Numbser: /2)(5 XL /qq\.{()

Fax Number:

PWS 1D# {if applicable):

State Forms:

Sample 1D or E’smzms:m,—@ {— KK—O’Z.’ ?

Lab Sample Information:

Source Type: [] Spring [] Well £ Municipal [] Surface

Date Received: MAY 2/0 20161

Time Received:_ 1™ : 25

[[] Cther.
City & State: Bdwg‘\" } Mh‘

Received By: D

(If Different than Above)
Bample Coliected E@gm b

Sample receipt criteria checked & accaplable.
Deviations from acceplable sampla receipt criteria noted

attrs)
Sample Collected By: w j

on PSA form.

{Please Prim)

M\A\J gﬁ%\/é

Form Completed By:

/

1< \posidim Z/

£ <

Additional Commepts;
ik ot ‘ 4 AAg g,
st A Ei v v

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

Labor €s, L Order Number: 2077502
PGy Order Date:  05/16/2016 qcop(f
Qualiy o frclyic  Sample Number Mgl
1-800-456-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Acoounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment $:
Check #:

Date Sampled 17 5 Iq (é

. /
fime Samﬁf*’ﬁ*ﬁimcﬁmlwlbm Prease Usa Mistary Time, e.g 3.00pm = 15:00

Check Time Zonegsr [(JcsT[JmMsTPST
rlee’s )l

Chent Name:

Phone Mumber! %) "5'“ 8'?)51 WL]O

PWE 1D¥ (f aoplicable)

Fax Number:

Sample ID or Source: D(‘_,-O [~ KC&;WD'Z,— r;

Lab Comments/Special instructions:

State Forms:

Source Type: [] Spring [ Well mm;nicipal [] Surface
[] Other

3

City & State (aéw ;'r i

(if Diffarent thamAbove)
n
Sample Collected By: %6 ]

S‘tgnamre)
Sample Collecied By: M 4V§

Lab Sample Infannaﬁgmy 2 9 29 ls
Date Recelved:

Time Recelved:_{ 7 : 3%

Recelved By: %

Sample recaipt criteria checked & accaptable.

Deviations from acceptable sample receipt criteria noted
on PSA form.

{Please Print)

Form Completed By: M,{;}k \ E:f’ffttfg

Addmon]l Commagnis:

rd. Fhic (& |O0aSz0n tﬁl;

INCOMPLETE INFORMATION MAY DELAY ANAL Y5IS ANDIOR INVALIDATE RESULTS




Vational Testing
Laberaterses, E.td

2 ;@{w i

QW WWAVWJ{)/M

1-800-458-3330 Product:

Sample Paid: No

) : EF
Sold To: TSR

G. S. Group

Monica Starks

17800 Woodward Ave
Detroit Ml 48203

Date Sampled: 5 il?! {6

Thne Sampled:_ (é [0 Please Use Military Time, 2.9 3.00pm = 1500

Check Time Zone: [13{3? O CST O Z::? PST
Corlec's Yome Faq e

Client Name:

Order Number:
Order Date:
Sample Number:

General Compliance

2077502
05/16/2016

o [I[Re
ead Only :
Payment Method:

For Laboratory Use ONLY

L.ab Ascounting tnformation:

Payment §:
Check #:

Shone Numbern:

Zy2, 325 Gy

Fax NMumbern

Ol

PWS D4 {1 spplicable):

¥
Sample i or Source: T’l“@f‘l—g@ - 0 g "“P

Lab Comments/Special Instructions:

State Forms:

Source Type: [] Spring ] well Municipal [ Surface
[] Other

City & State: ’aa'm,f H¢

(i Different than Above
Sample Collacted By: m\/m! D 7é o
'{ngnatuna}

Sample Collected By:

R

(Plaaae an) 23 = S—

H l.‘l'k?«. E‘H’-{VS

Form Completed By

tab Sample informatiorffAY 3 O 2016

Date Recelved: ] ]
Time Recelved:_1 Y : 25
Recelved By: S5

Sample receipt criteria checked & accaptabla,

[] Deviations from acceptable sample receipt critana noted
on PSA form.

Additional Gom : .
_&j}_&mfms_w at e

Cirot cbrowd

: St O #gr

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS



General Compliance

lational Testing
| La;bsratorees, Ltdj{;.‘ Order Number: 2077502
B P i Order Date: 05/16/2016
Quality Water Analysis Sample Number: NIRRT 355470
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #:

Date Sampled :;5;5 ﬁj J_é

Time Sampled fwéﬂim& Ploase Uss Miltary Time, e.g. 3:00pm = 15.00
Check Time Zone:

Cgssr [JcsTmMsT]PST
dégﬁwg& e }

e s

Phone Number: % Z %... g‘é & U gn

CHent Mame:

Fax Mumben
D/A
Sample ID or gﬁﬁfaﬁiqlpaf OZ’“ [‘SF., 0%~ F

Source Tyne: [[] Spring [ wel @/Municipal [] Surface
[[] Other:

-
Clty & State: %; [ 1 f

PWE IDR {if applicable):

Lab Comments/Special Instructions:

State Forms:

(¥ Different thgn Above)
Sample Collected %y:v\/[/\jb ﬁ T

., (Giona
Sample Collected By: M ,Q&‘j

ture)
Eﬁlv@
{Please Print)

Form Completed By: M[(J\@,J W’érg

Lab SBample Information:

Date Recelved: ﬁM’f’ 9 8 2{”5
Time Recelved:__ |4 : 245
Recelved By: D

7T 6ample rocsipt criteria checked & acceptable.
[[] Deviations from accaptable sample receipt criteria noted
on PSA form.

(e (% [&cé gtion A gj

gp ztéﬂ_ 21@% S é@) 1(1 4“{' &1 (}kdﬂew(

Jysh M{L

T L1

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




